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3 1/2"  ACOUSTICAL BATT INSULATION

DEMOLITION PLAN SHEET NOTES

1. DEMOLITION DRAWINGS ARE INTENDED TO SHOW GENERAL AREAS OF DEMOLITION
AS WELL AS GENERAL EXISTING CONDITIONS.  THEY DO NOT SHOW ALL WORK
WHICH MAY BE NECESSARY.  COMPARE WITH DRAWINGS INDICATING NEW
CONSTRUCTION,

2. EXISTING WORK TO REMAIN SHALL BE TEMPORARILY SECURED, BRACED AND
STABILIZED UNTIL PERMANENT CONSTRUCTION IS IN PLACE.

3. VERIFY FIELD CONDITIONS PRIOR TO START OF DEMOTION/CONSTRUCTION AND
NOTIFY THE OWNER/ARCHITECT OF ANY DISCREPANCIES.

4. VERIFY THAT CONSTRUCTION INDICATED FOR REMOVAL IS NOT LOAD BEARING OR
IS ADEQUATELY SHORED PRIOR TO STARTING ANY WORK.  NOTIFY OWNER OF ANY
DISCREPANCIES.

5. ERECT BARRICADES, FENCES OR OTHER SECURABLE MEANS TO PREVENT
UNAUTHORIZED ACCESS INTO CONSTRUCTION ZONES.

6. PROVIDE NOISE AND DUST PARTITION OR ENCLOSURE TO ISOLATE CONSTRUCTION
ACTIVITIES FROM ALL ADJACENT SPACES.

7. DO NOT ALLOW MATERIAL AND DEBRIS GENERATED BY DEMOLITION ACTIVITIES TO
ACCUMULATE ON THE JOB SITE.  REMOVE DAILY AND DISPOSE OF IN A LEGAL
MANNER.  NO ON-SITE SALE OR BURNING OF REMOVED ITEMS IS PERMITTED.

8. THE CONTRACTOR MUST MAINTAIN ADEQUATE SUPPORT INSULATION,
WATERPROOFING, EMERGENCY LIGHTING, SECURITY, ALARMS, ETC. FOR ALL OR
PART OF ITEMS WHICH ARE TO REMAIN.

9. TERMINATE AND CAP ANY UTILITY IN WALLS CEILINGS AND FLOORS TO BE
REMOVED AND NOT INTENDED FOR REUSE.

10. PREPARE AND PATCH SURFACES THAT RECEIVE NEW FINISHES AS REQUIRED BY
REMOVING OR RELOCATING DEVICES, WIRING OR OTHER APPURTENANCES NO
LONGER APPROPRIATE FOR THE NEW USE OF THE ROOM.

11. MAINTAIN EXISTING FINISHES, OPERATIONAL CHARACTERISTICS, AND APPEARANCE
OF ITEMS SCHEDULED TO REMAIN OR BE REUSED.

1. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF EXISTING WALL FINISH, FACE OF
NEW METAL STUDS, & CENTER LINE COLUMNS, UNO.

2. LOCATE DOOR OPENINGS 4” FROM NEAREST PERPENDICULAR WALL.
3. ALL INTERIOR WALLS TO BE BRACED TO STRUCTURE ABOVE.
4. INSTALL BLOCKING IN PARTITIONS WALLS FOR CASEWORK, WALL MOUNTED

EQUIPMENT, TRIM AND RELATED CONSTRUCTION.
5. THE GENERAL CONTRACTOR AND HIS REPRESENTATIVES SHALL BE ADVISED THAT

ALL AREAS OTHER THAN THE AREAS DESIGNATED FOR REQUIRING WORK SHALL BE
"OFF LIMITS". THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR
FURNISHING HIS EMPLOYEES WITH TOILET FACILITIES UNLESS INSTRUCTED
OTHERWISE.

6. THE USE OF TOBACCO PRODUCTS ON SITE WILL FOLLOW UNIVERSITY POLICY AND
THE BUILDING'S POLICY. GC SHALL CONFIRM ON SITE PRIOR TO BEGINNING WORK.

FLOOR PLAN SHEET NOTES
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FLOOR PLANS &
MISC DETAILS

A-100

13TH CIRCUIT
OFFICE
RENOVATION

CONSTRUCTION DOCUMENTS

GREENVILLE
COUNTY

 1/4" = 1'-0"
1 EXISTING FLOOR PLAN

 1/4" = 1'-0"
2 DEMO PLAN

 1/4" = 1'-0"
3 FIRST FLOOR PLAN

DEMO NUMBERED NOTES

1. EXISTING DOOR & FRAME TO BE REMOVED & STORED FOR REUSE. PREP EXISTING
OPENING FOR NEW STUD WALL INFILL.

2. DEMO EXISTING WALL, DOOR, DOOR FRAME & GLASS, WINDOW FRAMES & GLASS,
CHAIR RAILS & WALL BASE AS NECESSARY FOR NEW WORK. PREP ADJACENT WALLS
FOR NEW WORK AS NECESSARY. (VERIFY ALL ITEMS TO SALVAGE WITH OWNER PRIOR
TO DEMOLITION)

3. DEMO WALL FOR NEW DOOR ASSEMBLY. PREP ADJACENT WALL FOR NEW WORK.
VERIFY ROUGH OPENING WITH NEW DOOR PRIOR TO DEMO.

4. DEMO EXISTING HOLLOW METAL FRAME DOOR & WINDOW ASSEMBLY. CONFIRM
W/ OWNER FOR SALVAGEABLE MATERIALS)

5. REMOVE EXISTING CASEWORK (BASE CABINETS, COUNTER TOPS, ETC.).  VERIFY WITH
OWNER FOR SALVAGEABLE MATERIALS PRIOR TO DEMOLITION.

6. EXISTING GYB. BD. OVER MTL STUD COLUMN WRAP TO REMAIN.  PATCH & REPLACE
COLUMN WRAP AS REQ'D FOR FINISH.

7. REMOVE EXISTING CARPET & WALL BASE DOWN TO SUBFLOOR. PREP FOR
NEW FLOOR FINISH.

DOOR AND FRAME SCHEDULE

DOOR
NUMBER

DOOR FRAME
MATL TYPE FINISH SIZE MATL TYPE FINISH

1ST FLOOR
01 Wood D MATCH EXISTING 36" x 84" Hollow Metal F PAINT; MATCH EXISTING
02 Wood D MATCH EXISTING 36" x 84" Hollow Metal F PAINT; MATCH EXISTING
03 Wood D MATCH EXISTING 36" x 84" Hollow Metal F PAINT; MATCH EXISTING
05 Wood D MATCH EXISTING 36" x 84" Hollow Metal F PAINT; MATCH EXISTING

 3/8" = 1'-0"

FRAMING TYPES
 3/8" = 1'-0"

DOOR TYPES

 1 1/2" = 1'-0"
7

TYP. CASEWORK SECTION

*ALL GLASS IN DOOR SIDE LITE SHALL BE 1/4" CLEAR TEMPERED GLASS

**DOOR HARDWARE SHALL MATCH THE EXISTING DOOR HARDWARE, VERIFY WITH OWNER PRIOR TO ORDERING

No. Description Date

1. ELECTRICAL SHALL BE PREFORMED BY THE COUNTY
2. MECHANICAL SHALL BE PREFORMED BY THE COUNTY
3. FIRE PROTECTION SHALL BE THE RESPONSIBILITY OF THE COUNTY
4. NO CITY PERMIT WILL BE REQUIRED
5. ALL INSPECTIONS TO BE DONE BY THE COUNTY OF GREENVILLE CODES AND MUST BE

ARRANGED THRU AND BY THE OWNERS REP.

GENERAL PROJECT NOTES
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